The most important operational expense during wastewater treatment is electricity for pumping and aeration. Therefore, this work evaluated operational parameters and contaminant removal efficiency of a microbial fuel cell stack system (MFCSS) that uses no electricity. This system consists of (i) septic tank primary treatment, (ii) chamber for secondary treatment containing 18 MFCs, coupled to an energy-harvesting circuit (EHC) that stores the electrons produced by anaerobic respiration, and (iii) gravity-driven disinfection (sodium hypochlorite 5%). The MFCSS operated during 60 days (after stabilization period) and it was gravity-fed with real domestic wastewater from a house (5 inhabitants). The flow rate was 600 ± 100 L·d −1 . The chemical oxygen demand, biological oxygen demand, total nitrogen and total phosphorous were measured in effluent, with values of 100 ± 10; 12 ± 2; 9.6 ± 0.5 and 4 ± 0.2 mg·L −1 , and removal values of 86%, 87%, 84% and 64%, respectively. Likewise, an EHC (ultra-low energy consumption) was built with 6.3 V UCC ® 4700 µF capacitors that harvested and stored energy from MFCs in parallel. Energy management was programmed on a microcontroller Atmega 328PB ® . The water quality of the treated effluent complied with the maximum levels set by the Mexican Official Standard NOM-001-SEMARNAT-1996-C. A cost analysis showed that MFCSS could be competitive as a sustainable and energy-efficient technology for real domestic wastewater treatment.
Introduction
Water is fundamental for the development of human life. Prior to the industrial revolution, water was considered an inexhaustible resource, but its constant exploitation has caused scarcity and unavailability throughout some of the most densely populated areas in the world. Urban areas in Mexico used 12.5 billion m 3 in 2015 for public supply, returning as wastewater 7.2 billion m 3 , which was about 58% of the total water supplied [1] . This indicates that more fresh water could be saved if wastewater in urban areas could be effectively treated and reused. Mexico treated only about 60% of its wastewater [1] . Water is nowadays a central pole for economic and environmental policies, as well as a system. The start-up ended when steady-state value was reached; this was the average of three consecutive measurements for effluent chemical oxygen demand (COD) when the deviations between the observed values were less than 5% [8] ; as well as obtaining values close to 0.4 V and 1 mA in each one of the microbial fuel cells inside the chamber for secondary treatment [2] . Figure 1 shows the layout of the installation. The wastewater inlet to the system flows by gravity and thus no electricity was required to pump the influent. For more details, see Supplementary Materials. The septic tank for primary treatment had a volume of 1300 L (constructed in high density polyethylene) and AQUOX ® consisted of a concrete chamber with a volume of 700 L (100 cm × 90 cm × 78 cm) containing 18 MFCs, organized in two groups of 9 (2 stacks). Each stack was coupled to a circuit that harvested the electrons during the anaerobic oxidation of dissolved organic matter in the domestic wastewater. The disinfection system consisted of a chamber for the dissolution of sodium hypochlorite (5%) where the fecal coliforms were removed.
Each designed MFC structure was composed by a set of pieces fabricated in acrylonitrile butadiene styrene (ABS) that included the membrane support and polyvinylchloride (PVC) pieces that conform the anode and cathode chamber making a single structure as shown in Figure 2 [2] . The size of each MFC was 10 cm of diameter and 55 cm height. Likewise, the cathode used was an air cathode chamber with a membrane-electrode assembly, using Nafion ® 117 membrane and carbon cloth without catalyst [19] . Stainless steel was used to connect the circuit and coated with heat shrink tubing. Likewise, each MFC had an internal resistance of 350 ± 60 Ω. The domestic wastewater was in contact with the anode (granular activated carbon (GAC) inside a stainless steel mesh) of the MFC which is fully submerged. 
Energy-Harvesting System (EHS)
The EHS was built with 6.3 V UCC ® 4700 µF capacitors that harvest and store energy from the MFCs connected in parallel. Then, with a digital signal, NX3L2467 ® analog switches change their configuration connecting all capacitors of the circuit cells of the stack in series with each other transferring power to auxiliary batteries (Ni-Mh Varta ® 2.4V) connected in parallel. The energy management algorithm was programmed on a microcontroller Atmega 328PB ® . In addition, a remote data logger was implemented to measure the stack voltage and current with an Arduino MKR GSM 1400 ® . The EHS was designed and built with ultra-low energy consumption requirements to work on inactive and active mode; the total energy consumption in all step-up amplifying steps was 10.37 J day −1 . Connecting each MFC-1 . . . n to a capacitor C1 . . . Cn that stores the charge was proposed. When the control system detects the desired voltage level is reached, analog switches SW1 . . . n start to transfer power; they disconnect the capacitors of the cells and afterwards they connect capacitors in series resulting in the sum of the voltages of the stack [20] .
Analytical Techniques
To evaluate changes in water quality along the different steps of the MFCSS, measurements were made according to wastewater Mexican law, as follows: fecal coliforms, temperature, fat and oil, sedimentable solids, total suspended solids (TSS), biochemical oxygen demand (BOD), total nitrogen (TN), total phosphorus (TP), pH, floating matter and COD. These parameters were determined with the procedures described in Mexican Official Standard NOM-001-SEMARNAT-1996 that establishes the maximum permissible limits of pollutants in wastewater discharges into national waters and soil [18] .
In order to assess the power transfer efficiency related to equivalent series resistance (ESR), storage devices were tested with potenciostatic electrochemical impedance spectroscopy (PEIS) with a galvanostat potentiostat Biologic VSP ® booster; amplitude testing signal interval was 5 to 40 mV and frequency interval was 500 kHz to 10 MHz. Likewise, the voltage and current of all the MFCs were measured with a multimeter Fluke 289. These values were taken in open circuit voltage when the circuit was disconnected from the system.
Results

AQUOX ® -MFCSS
The MFCSS worked during 60 days with a real domestic wastewater influent coming from a residential unit with a flow rate of 600 ± 100 L d −1 . The results for water quality parameters taken from the samples collected during day 60 of operation are shown in Table 1 for 4 different steps during the treatment process: (i) raw influent, (ii) septic tank effluent, (iii) AQUOX ® effluent, and (iv) AQUOX ® effluent + sodium hypochlorite. Tests were performed according to Mexican Official Standard NOM-001-SEMARNAT-1996 by a certified laboratory [18] .
The values for all of the parameters for the effluent of the MFCSS system after chlorination were lower than the maximum permissible limits for wastewater discharge established in the NOM-001-SEMARNAT-1996-C as daily average (D.A.) and monthly average (M.A.). The hydraulic retention time (HRT) for the MFCSS was 3.3 d. The organic load was 0.20 ± 0.5 kg m −3 d −1 . The HRT of the septic tank greater than 2 days is within the range of 2-5 days recommended value for a septic tank to perform well [21] . The removal efficiency of contaminants for the MFCSS without and with chlorination are shown in Table 2 .
It can be seen that chlorination increases the removal efficiency of only selected contaminants: fecal coliforms and total nitrogen. This is why the process is considered a polishing step to comply with regulation.
EHS Behavior
The current values of each MFC were 2 mA and 1.8 mA on average for the cells in stack 1 and stack 2, respectively (Figure 3a,b) . For the battery voltage, the behavior was observed in Figure 3c (it keeps the battery charge). Each fuel cell was 15 days at open circuit voltage before installing the EHS (circuit connection) to the MFCSS. 11
789 ± 42 316 ± 36 114 ± 12 100 ± 10 -- Table 2 . Removal efficiency of contaminants by the MFCSS using hypochlorite as a final polishing step. The values of power decreased over the harvesting time (connected in parallel with each other-voltage reversal phenomenon) as observed in Figure 4a . The coulombic efficiency calculated was 22 ± 1.5% (data not shown). Likewise, the harvesting time was 1 s in the circuit. 
Parameters
Discussion
Scaling Up a Microbial Fuel Cell (MFC) System
In literature there are several efforts to scale up MFCs; Table 3 shows a summary of the most significant attempts. There is a tendency to use carbonaceous material for the scale-up prototypes, because these materials are cheaper, with a big surface area that maintains a large ratio of electrode surface against reactor volume and is compatible with the exoelectrogens bacterial growth in the anode making a good cost-effective option especially with GAC (used in this study as well) [15, 16] . Likewise, it can be concluded that MFCs with packed electrodes (GAC) generally show higher COD removal rates and achieve higher power density [22] .
COD removal achieved in several studies ranges from 36 to 84%, whereas in the present study the COD removal with MFCSS was 87 ± 4.5%, using similar materials for the anode electrode. A previous work [11] , achieved a good COD removal (70-80%) with a working volume of 1000 L, which is the largest volume tested for treating real wastewater, although they used a cascade system consisting of 3 stacks of 3 cells each (with 1 stack only a 33% COD removal was obtained). Besides, an artificial catholyte was used, which had to be aerated constantly, making it not practical for real life implementation. The advantage of the scale up in this work compared to the others is that no electrical energy was required for the system to function, which translates into savings in operating and energy costs for real-life implementation. Another study achieved a COD removal of 36% (lower than 87 ± 4.5% achieved in this study), attributed to complex and high concentration (2.5 g L −1 of COD) of the swine manure wastewater used, in fact, high concentration wastewaters have proved to decrease the COD removal up to 12% [12] . Likewise, another test achieved a COD removal between 60-70% lower than this study using a similar cell stack and municipal wastewater as substrate [11] .
The scale up design should implement other techniques in biocathodes, artificial catholyte and catalysts to achieve a good COD removal performance in real wastewater treatment systems. The incorporation of MFC technology to anaerobic digestion processes has been suggested as a low-cost alternative due to the ease of coupling both processes based on the content of volatile fatty acids (VFAs) as acetates that can be easily degraded by MFCs [23] [24] [25] . Likewise, the anaerobic digestion process is compatible with high concentration wastewater and MFCs are ideal for medium-and low-strength wastewater (with less than 1 g COD per liter), meaning that MFCs are a good option for polishing or post-treatment of anaerobic digestion processed water as was shown in this work [24, 26] .
Treatment Performance in AQUOX ® -MFCSS
The MFCSS could effectively remove organic and nitrogen compounds via a three-step process (septic tank for primary treatment + AQUOX ® + sodium hypochlorite). Total nitrogen (TN) is a nutrient present in wastewater coming from protein waste in the human body through urine. As observed in Table 2 , the low removal efficiency of 30% was due to migration and diffusional process of NH 3 + (principal component in domestic wastewater for nitrogen) through the CEM (Cation exchange membrane) in each MFC by passive aeration within the air cathode, finally reaching an 84% removal efficiency using hypochlorite.
The disinfection process is important in wastewater due to health risks involving pathogenic microorganisms. There is a variety of commercial products that can disinfect such as free chlorine, combined chlorine, chlorine dioxide, ozone and ultraviolet (UV) lamps. For this work a free chlorine product (sodium hypochlorite) was used due to safety and security reasons for the final user and also due to its low cost.
In the disinfection process, hypochlorite reacts with ammonia present in the wastewater to form chloramine species, which have greater disinfecting effect, reaching the break-point where chloramine species are oxidized to nitrogen gas and hydrochloric acid, decreasing residual chlorine. For this reason, with the chlorination process fecal coliforms and TN are reduced [27] . Previous literature has reported that wastewater chlorination process can produce disinfection by-products (DBPs) and many of these have been identified with genotoxic, mutagenic and or carcinogenic activities [28] , but high ammonia concentrations (>15 mg L −1 ) have been found to suppress the formation of these compounds [29, 30] . In this work the N-NH 3 values in wastewater were around 60 mg L −1 , indicating that N-NH 3 is the major component of TN, which is favorable for the chlorination process. Common trends for TN removal in literature include biocathodes constructed for the recirculation of anolyte and catholyte aeration for denitrification and nitrification processes [28] ; for this reason, previous experiments [31] [32] [33] have reported greater removal efficiencies (66-90%) compared to the present work, but all of them are controlled experiments in which the NH 3 + ion concentration is bigger than other ions present in the medium, which is unrealistic in domestic raw wastewater. It has been reported that ion exchange membranes suffer ion competence depending of ionic concentration in the medium [34, 35] ; in Yucatán, Mexico, the water contains a huge concentration of other ions (i.e., calcium) with hardness values of 450 mg L −1 as CaCO 3 , reason why NH 3 + ion transport through the membrane is not higher, resulting in a low TN removal for the system before chlorination. For the fecal coliforms parameter used as possible association with enteric pathogens [33] , the final value with hypochlorite was 3 MPN 100 mL −1 , which is low compared to the established limit in NOM-001-SEMARNAT-1996 (1000 MPN 100 mL −1 ) [18] .
The TSS removal in AQUOX ® -MFCSS was 95%. Previous literature has reported that MFCs are capable of removing TSS. For example, Jiang et al. [36] obtained a pilot-scale MFC system that removed 70% of TSS; the authors attributed this result to a particle retention process in pores among GAC, as implemented in the anode of the AQUOX ® -MFCSS [36] . Tian et al. [37] obtained a TSS removal of 57% attributed to substrate degradation in MFCs, suggesting that this value is low and to achieve a greater removal, improving the hydrolysis of substrate was necessary [37] . Likewise, a MFC that treated real wastewater without having any pretreatment achieved 50% removal of TSS in [38] .
The AQUOX ® -MFCSS removed 86% and 87% of total COD and BOD, respectively, at a HRT of 43 h. The organic concentration in the raw influent was 242 ± 48 mg L −1 as BOD. Whereas, the BOD effluent after treatment was 34 ± 10 mg L −1 . Additionally, the MFCSS did remove TP in 64%, due mainly to the biomass uptake during the 43-h residence time, resulting in a final concentration of 4.0 ± 0.2 mg L −1 , similar to the removal rates reported by other authors [13, 14] .
EHS Performance
Although in literature there is a variety of EHSs, it is fundamental to choose one that suits the particular need of the system [39] . It is important to remember that the power source of the EHS are living organisms; for this reason the energy quantity that can be harvested and the frequency with which it must be done has to be taken into consideration. The EHS used in this work was a capacitor-based system operated in an intermittent energy harvest (IEH) mode because it has been reported that it is possible to harvest twice as much energy compared to the continuous energy harvest (CEH) mode [7, [40] [41] [42] [43] and prevent voltage reversal in the cells.
One of the main challenges in EHSs is the autonomy of the circuit. The circuit used in this work is capable of self-powering maintaining the charge of a 2.4 V Ni-Mh battery. This is possible due to the harvesting of the energy to the 9 MFCs in the stack, combined with the ultra-low consumption in the circuit (10.37 J or 125 µW) [44] [45] [46] . The total energy harvested of the 9 cells was variable depending of the capacitor charge time (CCT) used (1 or 3 s). When a CCT of 3 was used the energy harvested was 9.33 J, which is slightly lower than the consumption in the EHS circuit. This is why a decrease in voltage level of the main battery was observed. When the CCT was changed to 1 s the energy harvested was 15.55 J, 50% higher than the energy consumption in the circuit, allowing to maintain the charge level in the battery for self-powering the circuit. A capacitor-based EHS was used in the ECOBOT III harvesting 2 J of 48 MFCs with a microcontroller operating in a low mode, maintaining the energy level to power the ECOBOT functions [47] .
The voltage reversal effect was evaluated with 9 stacked MFCs installed in a MFCSS under real domestic wastewater conditions and connected in parallel to each other with a resistive load of 497 Ω to confirm voltage reversal effect reported in other stacked cells [48] . The maximum voltage measured with the load was 0.382 V with a current of 0.77 mA and a power of 0.294 mW. Figure 4a shows that after 84 h the stack reaches maximum power and then begins to fall to zero as the voltage reversal occurs between cells resulting in lower current (0.09 mA). Organic matter starvation and an inadequate distribution of concentration in the substrate causes one or several cells of the stack to present concentration losses and this is the major cause of cell voltage reversal [49] . Usually two modes to collect electrons from MFCs are implemented: the first one is by IEH, reporting 3 times more electrical charge scavenging than the second mode, CEH. This difference is due to the capacitor used in IEH which acts like a variable resistor; at the beginning of the capacitor charging step, its initial transient resistance is nearly zero, increasing linearly with the increase of MFC voltage up to infinite resistance at open circuit potential [50] . The maximum power transferred was 136.55 mW with an average voltage harvested in the 9 MFCs of 0.456 V and an amplified voltage by the serial-connected capacitors of 4.78 V (Figure 4b ). The harvested energy data from stacked MFCs were acquired with the same GSM remote data transmission system [51] .
Economic Analysis
A total of 3300 USD were invested in preparing the MFCSS to treat 600 ± 100 L d −1 , consisting of 2 modules and its energy-harvesting circuits respectively. The investment for a stacked MFC module (9 MFCs + energy-harvesting circuit), based on current prices from vendors was 285 USD. However, the costs of the components for different MFCs reactors reported in literature are quite different. For example in this study 38% of the cost was consumed by the use of cationic membranes, whereas for Liang et al. [11] 80% of the investment went to the PVC-based chambers, titanium mesh-based current collector, and the expensive CEM used. Another system comprising 200 L MFCs with 96 tubular modules used over 60% of the cost (6000 USD) for the CEM [11, 13] . The cost of the MFC reactor operated in this study can still be further reduced if the materials are purchased at wholesale (cationic membrane, stainless steel mesh, among others). It is important to note that the materials used in this study have been scaled from the lab.
From Table 4 , for a MFCSS of 18 cells (2 stacks), the total cost with the EHS for each stack is 285 USD. Additionally, to complete the wastewater treatment system used in this study, the cost of adding a primary treatment polyethylene tank sums 900 USD (ROTOPLAS, CdMex-Mexico), and the disinfection unit sums 330 USD (INNOWATER, CdMex-Mexico). The total cost for a complete system is 1800 USD. 
Conclusions
A MFC-based wastewater treatment pilot plant was operated during 60 days in practical conditions fed with a raw influent from a 3-bedroom house with the objective of assessing its performance in contaminant removal. The wastewater flow was of 600 ± 100 L d −1 . Results show that organic matter removal measured through COD, BOD and TSS were of 86%, 87% and 95%, respectively. Nutrient removal was 84% for TN and 64% for TP. Fecal coliform removal was 100% due to the hypochlorite disinfection system. The parameters measured in the effluent of the system comply with the values required for the discharge by the NOM-001-SEMARNAT-1996-C, which establishes the maximum permissible limits of contaminants for wastewater discharges in soil and water.
The AQUOX ® -MFCSS consisted of 18 MFCs coupled to an energy-harvesting circuit, which collected the electrons in the system during organic matter oxidation. The system had a HRT of 43 h and an organic load of 0.2 ± 0.5 Kg m −3 d −1 . The main highlight of this research is the continuous operation of an MFC scaled-up system without the use of external energy. This research is expected to contribute in large-scale MFC systems to advance technology towards sustainable and energy-efficient wastewater treatment.
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